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. ·= SAMPLING • ANALYSIS • REPORTS • CONSULTATION 
NYSOOHELAP 10081 

Daniel M. Panek, Director 

UNION SPRINGS WATER DEPT 
PO BOX 99 

. UNION SPRINGS, NY 13160-
Attn: MELINDA R. KOSTREVA 

FINAL REPORT OF ANALYSES 

PROJECT NUMBER: 0021-W-L 
REPORT DATE: 04/17/12 
YOUR REF/P.O.: #0501725 

SAMPLE NUMBER- 12839 SAMPLE ID- 0212-1118 SAMPLE MATRIX- WA 
DATE SAMPLED- 02/07/12 LOCATION- PUMPHOUSE - SOUTH WELL (RAW WATER) . 

TIME SAMPLED- 1050 
DATE RECEIVED- 02/07/12 SAMPLER- BK RECEIVED BY- DMP · 
TIME RECEIVED- 1104 DELIVERED BY- BK TYPE SAMPLE- Grab 

Page 1 of 3 

ANALYSIS DET. 
ANALYSIS METHOD DATE BY RESULT UNITS LIMIT 

VOLATILE ORGANIC CONTAMINANTS EPA 524.2 02/13/12 ULI 
BENZENE EPA 524.2 < 0.50 ug/L 0.50 
BROMO BENZENE EPA 524.2 < 0.50 ug/L 0.50 
BROMOCHLOROMETHANE EPA 524.2 < 0.50 ug/L 0.50 
BROMODICHLOROMETHANE EPA 524.2 < 0.50 ug/L 0.50 

.. BROMOFORM EPA 524;2 < 0.50 ug/L 0.50 
BROMOMETHANE EPA 524.2 < 0.50 ug/L 0.50 
N-BUTYLBENZENB EPA 524.2 < 0.50 ug/L 0.50 
SEC-BUTYLBENZENE EPA 524.2 < 0.50 ug/L 0.50 
TERT-BUTYLBENZENE EPA 524.2 < 0.50 ug/L 0.50 
CARBON TETRACHLORIDE EPA 524.2 < 0.50 ug/L 0.50 
CHLOROBENZENE EPA 524.2 < 0.50 ug/L 0.50 
CHLOROETHANE EPA 524.2 < 0.50 ug/L 0.50 
CHLOROFOm1 EPA 524.2 < 0.50 ug/L 0.50 
CHLOROMETHANE EPA 524.2 < 0.50 ug/L 0 .. 50 
2-CHLOROTOLUENE EPA 524.2 < 0.50 ug/L 0.50 
4-CHLOROTOLUENE EPA 524.2 < 0.50 ug/L 0.50 
CUMENE ( ISOPROPYLB.ENZENE) EPA 524.2 < 0.50 ug/L 0.50 
CYMENE ( 4-ISOPROPYL TOLUENE) EPA 524.2 < 0.50 ug/L 0.50 
CIS-1,3-DICHLOROPROPENE EPA 524.2 < 0. 50 ug/L 0.50 
DIBROMOCHLOROMETHANE EPA 524.2 < 0.50 ug/L 0. 50 

These results relate to .only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 
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CONTINUATION OF DATA FOR SAMPLE NUMBER 12839 

ANALYSIS 
ANALYSIS METHOD DATE BY RESULT UNITS 

DIBROMOMETHANE EPA 524.2 < 0.50 ug/L 
1,2-DICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1,3- DICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1,4-DICHLOROBENZENE EPA 524.2 <-0.50 ug/L 
DICHLORODIFLUOROMETHANE EPA 524.2 < 0.50 ug/L 
CIS-1,2-DICHLOROETHENE EPA 524.2 4.00 ug/L 
1,1- DICHLOROETHANE EPA 524.2 < 0.50 ug/L 
1,2- DICHLOROETHANB EPA 524.2 < 0.50 ug/L 
1,1-DICHLOROETHENE EPA 524.2 < 0.50 ug/L 
TRANS-1,2-DICHLOROETHENE EPA 524.2 < 0.50 ug/L 
1,2-DICHLOROPROPANE EPA 524.2 < 0.50 ug/L 
1,3-DICHLOROPROPANE EPA 524.2 < 0.50 ug/L 
2,2-DICHLOROPROPANE EPA 524.2 < 0.50 ug/L 
1,1- DICHLOROPROPENE EPA 524.2 < o.so ug/L 
TRANS-1,3-DICHLOROPROPENE EPA 524.2 < 0.50 ug/L 
ETHYLBENZENE EPA 524.2 < 0.50 ug/L 
HEXACHLOROBUTADIENE EPA 524.2 < 0.50 ug/L 
METHYLENE CHLORIDE EPA 524.2 < 0.50 ug/L 
NAPHTHALENE EPA 524.2 < 0. 50 ug/L 
N- PROPYLBENZENE EPA 524.2 < 0.50 ug/L 
STYRENE EPA 524.2 < 0.50 ug/L 
TOLUENE EPA 524.2 < 0 . 50 ug/L 
TRICHLOROETHENE EPA 524.2 < 0.50 ug/L 
TRICHLOROFLUOROMETHANE EPA 524.2 < 0.50 Ug/L 
1,1,1,2-TETRACHLOROETHANE EPA 524. 2 < 0.50 ug/L 
1,1,2 , 2-TETRACHLORORTHANE EPA 524.2 < 0.50 ug/L 
TETRACHLOROETHENE EPA 524.2 < 0.50 ug/L 
1,2,3-TRICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1,2,4- TBlCHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1,1,2-TRICHLOROETHANE EPA 524.2 < 0.50 ug/L 
1, 2,3-TRICHLOROPROPANE EPA 524.2 < 0.50 ug/L 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 
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CONTINUATION OF DATA FOR SAMPLE NUMBER 12839 

ANALYSIS 
ANALYSIS METHOD DATE BY RESULT UNITS 

1,2,4-TRIMETHYLBENZENE 
1,3,5-TRIMETHYLBENZENE 
1,1,1-TRICHLOROETHANE 
VINYL CHLORIDE 
M+P XYLENES 
0-XYLENES 

EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 

SUbcontract Lab: ULI #10170. <: Less Than. 
Copy of Report to CCHD. 

< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 1. 00 ug/L 
< 0.50 ug/L 

J • 

NYSDOH ELAP 10081 
Daniel M. Panek, Director 

DET. 
LIMIT 

0. 50 
0.50 
0.50 
0.50 
1.00 
0.50 

APPROVED FOR RELEASE ~---~·· 
. f 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York I 3021 • 315·253-4433 • FAX 315-253-2045 
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FINAL REPORT OF ANALYSES 

RECErVr:!l 

•q . i-· -
1
· . , .. 1 N\'SDOH ELAP 10081 

'"" '- ' v • · ' ' i Da iel M. Panek, Director 

VILU ,bL . ,; 
UNION SPRINGS 

UNION SPRINGS WATER DEPT 
PO BOX 99 
UNION SPRINGS, NY 13160-
Attn: MELINDA R. KOSTREVA 

PROJECT NUMBER: 0021-W-L 
REPORT DATE: 09/18/12 . 
YOUR REF/P.O.: #0501725 

SAMPLE NUMBER- 13928 SAMPLE ID- 0512-1417 
DATE SAMPLED- 05/09/12 LOCATION- PUMPHOUSE - NORTH WELL 

DATE RECEIVED- 05/09/12 SAMPLER- BK 
TIME RECEIVED- 0845 DELIVERED BY- BK 

Page 1 of 3 

ANALYSIS 
ANALYSIS METHOD DATE BY 

VOLATILE ORGANIC CONTAMINANTS EPA 524.2 06/04/12 ULI 
BENZENE EPA 524.2 
BROMOBENZENE EPA 524 . 2 
BROMOCHLOROMETHANE EPA 524.2 
BROMODICHLOROMETHANE EPA 524.2 
BROMOFORM EPA 524 .2 
BROMO METHANE EPA 524.2 
N-BUTYLBENZENE EPA 524 . 2 
SEC-BUTYLBENZENE EPA 524 . 2 
TERT-BUTYLBENZENE EPA 524 . 2 
CARBON TETRACHLORIDE EPA 524.2 
CHLOROBENZENE EPA 524 . 2 
CHLOROE'l'HANE EPA 524. 2 
CHLOROFORM EPA 524.2 
CHLOROMETHANE EPA 524.2 
2-cHLOROTOLUENE EPA 524.2 
4-<:HLOROTOLUENE EPA 524.2 
CUMENE ( ISOPROPYLBENZENE) EPA 524.2 
CYMENE (4-ISOPROPYLTOLUENE) EPA 524.2 
CIS-1,3-DICHLOROPROPENE EPA 524.2 
DIBROMOCHLORbMETHANE EPA 524.2 

SAMPLE MATRIX- WA 
(RAW WATER) 

TIME SAMPLED- 0805 
RECEIVED BY- DMP 
TYPE SAMPLE- Grab 

DBT. 
RESULT UNITS LIMIT 

< 0.50 ug/L 0.50 
< 0. 50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0 . 50 
< 0.50 ug/L 0.50 
< 0. 50 ug/L 0.50 
< 0.50 ug/L 0. 50 
< 0. 50 ug/L o. 50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0. 50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0. 50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0. 50 ug/L 0. 50 
< 0.50 ug/L 0. 50 
< 0. 50 ug/L 0.50 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 
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CONTINUATION OF DATA FOR SAMPLE NUMBER 13928 

ANALYSIS 
ANALYSIS METHOD DATE BY RESULT UNITS 

DIBROMOMETHANE EPA 524.2 < 0.50 ug/L 
1,2-DICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1, 3-DICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1,4-DICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
DICHLORODIFLUOROMETHANE EPA 524.2 < 0.50 ug/L 
CIS-1,2- DICHLOROETHRNE EPA 524.2 6.90 ug/L 
1,1-DICHLOROETHANE EPA 524.2 < 0.50 ug/L 
1,2-DICHLO~OETHANE EPA 524.2 < 0.50 ug/L 
1,1-DICHLOROETHENB EPA 524.2 < 0.50 ug/L 
TRANS-1,2-DICHLOROETHENE EPA 524.2 < 0.50 ug/L 
1,2-DICHLOROPROPANE EPA 524.2 < 0.50 ug/L 
1,3-DICHLOROPROPANE EPA 524.2 < 0.50 ug/L 
2,2-DICHLOROPROPANE EPA 524.2 < 0.50 ug/L 
1,1-DICHLOROPROPENE EPA 524.2 < 0.50 ug/L 
TRANS-1,3-DICHLOROPROPENE EPA524.2 < 0.50 ug/L 
ETHYLBENZENE EPA 524.2 < o.5o ug/L 
HEXACHLOROBUTADIENE EPA 524.2 < 0.50 ug/L 
METHYLENE CHLORIDE EPA 524.2 < 0.50 ug/L 
NAPHTHALENE EPA 524.2 < 0.50 ug/L 
N-PROPYLBENZENE EPA524.2 < 0.50 ug/L 
STYRENE EPA 524.2 < 0.50 ug/L 
TOLUENE EPA 524.2 < 0.50 ug/L 
TRICHLOROETHENE EPA 524.2 < 0.50 ug/L 
·TRICHLOROFLUOROMETHANE EPA 524.2 < 0.50 ug/L 
i,1,1,2-TETRACHLOROETHANE EPA 524.2 < 0.50 ug/L 
1,1,2,2- TETRACHLOROETHANE EPA 524.2 < 0.50 ug/L 
-TETRACHLOROETHENB EPA 524.2 < 0.50 ug/L 
1,2,3- TRICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1,2,4-TRICHLOROBENZENE EPA 524.2 < 0.50 ug/L 
1,1,2-TRICHLOROETHANE EPA 524.2 < 0.50 ug/L 
1,2,3-TRICHLOROPROPANE EPA 524.2 < 0.50 ug/L 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 
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Dani~J M. Panek, Director 

DET. 
LIMIT 

0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 



ITll ENVIRONMENTAL LABORATORIES = SAMPLING 8 ANALYSIS • . REPORTS • CONSULTATION 

Page 3 of 3 

CONTINUATION OF DATA FOR SAMPLE NUMBER 13928 

ANALYSIS 
ANALYSIS METHOD DATE BY RESULT. UNITS 

1,2,4-TRIMETHYLBENZENE 
1,3,5-TRIMETHYLBENZENE 
1,1,1-TRICHLOROETHANE 
VINYL CHLORIDE 
M+P XYLBNES 
0-XYLENES 

EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 
EPA 524.2 

SUbcontract Lab: ULI #10170. <: Less Than . 
Copy of Report to CCHD. · 

RECEIVED 

) t.f-1 1 ~ 2012 

VILlAGE OF 
UNION.,SPRfNQS, 

< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 1.00 ug/L 
< 0.50 ug/L 

These results relate to only the samples as received at the Laboratory 

42 Washi.ngtoo Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 
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NYSDOH ELAP 10081 
Daniel M. Panek, Dirr::ctor 

DET. 
LIMIT 

0.50 
0.50 
0.50 
0.50 
1.00 
0.50 



.. .. 

rm ENVIRONMENTAL LABORATORIE t.=J SAMPLING • ANALYSIS • REPORTS • CONSULTATIO 

UNION SPRINGS WATER DEPT 
PO BOX 99 
UNION SPRINGS 1 · NY 13160-
Attn: MELINDA R. KOSTREVA 

FINAL REPORT OF 

PROJECT NUMBER: 0021-W-L 
REPORT DATE : 11/21/12 
YOUR REF/P.O.: #0501725 

I o 

NYSDOH ELAP 10081 
Daniel M. Panek, Director 

SAMPLE NUMBER- 14394 . SAMPLE ID- 0812-1880 SAMPLE MATRIX- WA 
DATE SAMPLED- 08/08/12 LOCATION- PUMPHOUSE - NORTH WELL 

DATE RECEIVED- 08/08/12 SAMPLER- BK 
TIME RECEIVED- 0846 DELIVERED BY.- BK 

Page 1 of 3 

ANALYSIS 
ANALYSIS METHOD DATE BY 

VOLATILE ORGANIC CONTAMINANTS EPA 524 . 2 08/23/12 ULI 
BENZENE EPA 524.2 
BROMOBENZENE EPA 524.2 
BROMOCHLOROMETHANE EPA 524.2 
BROMODI CHLOROMETHANE EPA 524.2 
BROMOFORM EPA 524 .2 
BROMO METHANE EPA 524.2 
N-BUTYLBENZENE · EPA 524.2 
SEC-BUTYLBENZENE EPA 524.2 
TERT-BUTYLBENZENE EPA 524.2 
CARBON TETRACHLORIDE EPA 524 .2 
CHLOROBENZENE EPA 524 . 2 
CHLOROETHANE EPA 524.2 
CHLOROFORM EPA 524.2 
CHLOROMETHANE EPA 524.2 
2-cHLOROTOLUENE EPA 524.2 
4-CHLOROTOLUENE EPA 524.2 
CUMENE ( ISOPROPYLBENZENE) EPA 524.2 
CYMENE (4- ISOPROPYLTOLUENE) EPA 524.2 
CIS-1,3-DICHLOROPROPENE EPA 524.2 
DIBROMOCHLOROMETHANE EPA 524.2 

(RAW WATER) 
TIME SAMPLED- 0745 
RECEIVED BY- DMP 
TYPE SAMPLE- Grab 

DET. 
RESULT UNITS LIMIT 

< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0. 50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0. 50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L . 0.50 
< o.so ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 ug/L 0.50 
< 0.50 Ug/L 0.50 
< 0.50 ug/L 0. 50 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 



· .. . 

!m1 ENVIRONMENTAL LABORATORIES = SAMPLING • ANALYSIS • REPORTS • CONSULTATION 

\ 

\ ; ,, \ 
" J 

,F_\.1'-~i"-~~GS --
\~,\.1\ ; ·.~ ··' 

Page 2 of 3 

CONTINUATION OF DATA FOR SAMPLE NUMBER 14394 

ANALYSIS 
ANALYSIS METHOD DATE BY RESULT UNITS 

DIBROMOMETHANE EPA 524.2 < 0.50 ug/1 
1,2-DICHLOROBENZENE EPA 524.2 < 0. 50 ug/1 
1,3-DICHLOROBENZENE EPA 524 .2 < 0.50 ug/1 
1,4-DICHLOROBENZENE EPA 524.2 < 0.50 ug/1 
DICHLORODIFLUOROMETHANE EPA 524.2 < 0. 50 ug/L 
CIS-1,2-DICHLOROETHENE EPA 524.2 9.20 ug/1 
1,1-DICHLOROETHANE EPA 524.2 < 0. 50 ug/L 
1,2-DICHLOROETHANE EPA 524.2 < 0.50 ug/1 
1 ,1-DICHLOROETHENE EPA 524.2 <0 . 50 ug/1 
TRANS-1,2-DICHLOROETHENE EPA 524 . 2 < 0.50 ug/1 
1,2-DICHLOROPROPANE EPA 524. 2 < 0.50 ug/1 
1,3-DICHLOROPROPANE EPA 524.2 < 0.50 ug/1 
2,2-DICHLOROPROPANE EPA 524.2 < 0.50 ug/1 
1,1-DICHLOROPROPENE EPA 524.2 < 0.50 ug/1 
TRANS-1,3-DICHLOROPROPENE EPA 524.2 < 0.50 ugjL 
ETHYLBENZENE EPA 524.2 < 0.50 Ug/1 
HEXACHLOROBU'i'ADIENE EPA 524.2 < 0.50 ug/1 
METHYLENE CHLORIDE EPA 524.2 < 0. 50 ug/L 
NAPHTHALENE EPA 524.2 < 0.50 ug/1 
N-PROPYLBENZENE EPA 524.2 < 0.50 ug/1 
STYRENE EPA 524.2 < 0.50 ug/1 
TOLUENE EPA 524.2 < 0.50 ug/1 
TRICHLOROETHENE EPA 524.2 0.84 ug/1 
TRICHLOROFLUOROMETHANE EPA 524.2 < 0.50 ug/1 
1,1,1 , 2-TETRACHLOROETHANE EPA 524.2 < 0. 50 ug/1 
1,1,2,2-TETRACHLOROETHANE EPA 524.2 < 0.50 ug/1 
TETRACHLOROETHENE EPA 524.2 < 0.50 ug/L 
1,2,3-TRICHLOROBENZENE EPA 524.2 < 0. 50 ug/L 
1 , 2,4-TRICHLOROBENZENE EPA 524.2 < 0.50 ug/ 1 
1,1,2-TRICHLOROETHANE EPA 524.2 < 0.50 ug/1 
1,2,3-TRICHLOROPROPANE EPA 524.2 < 0. 50 ug/1 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 1302 1 • 315-2534433 • FAX 315-253-2045 
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CONTINUATION OF DATA FOR SAMPLE NUMBER 14394 

ANALYSIS 
ANALYSIS METHOD DATE 

1,2 ,4-TRIMETHYLBENZENE EPA 524.2 
1, 3 I 5- TRIME'J'HYLBENZENE EPA 524 .2 
1,1 I 1-TRI CHLOROETHANE EPA 524.2 
VINYL CHLORIDE EPA 524. 2 
M+P XYLENES EPA 524.2 
0-XYLENES EPA 524.2 

SUbcontract Lab: ULI #10170 . <: Less Than . 
Copy of Report to CCHD. 

BY RESULT UNITS 

< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 1.00 ug/L 
< 0.50 ug/L 

NYSDOH ELAP 10081 
Daniel M. Panek, Director 

DET. 
LIMIT 

0.50 
0.50 
0. 50 
0.50 
1.00 
0.50 

APPROVED FOR REL!lASE ~~ 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 31S-253-4433 • FAX 315-253-2045 
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UNION SPRINGS wATBR DEPT 
~ IK}X 99 
OOON SPRntGS. NY 13160-­
Attn: HlttJNDa\ R. KOSTRRVA 

J~l LHB. FR31 3 152532045 P. 1 --------- -------------------------

RECEIVED 

FEB - 7 2013 

VILlAGE OF 
i'!l'W .. REPORT OF ANAL SBS UNION SPRINGS 

PROJRCT NUHBBR: 0021-W-L 
REPORT DATB: 02/07/13 
YOUR RBF/P.O.: 10501725 

N'I'SI)()J·J lii.AP J()(JSl 
:.nlcl M. Pa.nct., {)j,.I"Wr 

8AHPL& NlMSBR- 14-891 SAMPLE I~ 1112-23-&0 SAMPLE MATRIX- WA 
DATI SAMPLED- 11/07/12 LOCATIOH- PUMPHOU88 - SOUTH WELL (RAW WATER) 

!IKE ·SAMPLED- 0915 
DM'B RECEIVED- 11/07/12 ~- BK R!CRIVED BY- DHP 
TIHE RECIUVED- 0943 DELIVERED BY- BK TYPE ~- Grab 

Paqe 1 of 3 

ANALYSIS mn. 
AHALYSlS HE'l'HOD DATi BY RESULT UNITS LIKI'f 

Vor.ATILB ORCWilC co:tft'AMINAH'l'S EPA 52-&.2 11/28/12 ULl 
BmtZ!NB EPA 52-'.2 < o.~o ug/L 0.50 
Ba(K)BEMZENB BPA 524.2 < 0.50 ~/L 0.50 
~ XPA 524 .2 < 0.50 ug/L O.!iO 
'BROHODICE.O~ BPA 524.2 < 0.50 UQ/L o.5o 

~ EPA 524.2 < o. 50 ug/L 0.50 
BPA 524.2 < 0.50 ug/L 0.50 

li-~ENB gp,\ 524.2 < 0.50 ug/L 0.50 
SE<H~UTYLBBNZBNB EPA 524.2 < 0.50 ug/L 0.50 
!rER't-BUT'iL'MlfZBHB KPA ~24.2 < 0.50 IYJ/L 0.50 
~ '!Yl'RACHLORIDB iPA 524.2 < 0.50 ug/L . 0.50 
CHLOROBEMZBifB HPA 52-&.2 < o.~o ug/L 0.50 
~'l:IWfB :iPA ~2-t.2 < 0.50 ua/L 0.50 
t."tir.utwi'Utllt 15l"J\ o:a-t.z -< o.~o U<;J/'t.. (').60 

UU:.~ IPA :>Zf.Z < 0.50 ~/L (J. ::.o 
::J..a.loll..UM'.JI'J.'-'l.Uk'" .. """• !"\.).4. 7. ~ ~·~~ =~~ 0,,0 
_,. ..--..c-~~tD W'W'I"'"'"""""' n.Pin 
¢uMBNB ( ISOPROPYLD!NZI:'OOl) BPA 524.2 < 0. !)U 'IXJ/L o.~o 

CYKmRI ( -t-:t.a:>PftC"""""-~91.'\.Imftl' III'A 10!>_. ~ ~ 0. ItO ..,.Jt. O. M · 
~c-1 . ~-nT~~DDODRWR RPA h/.4-, 'J. 5 ~·~~ ~n: o.~u 
At l aa..tt»tc.X.:.tJ.l:JUl.U»UU"ll.IAI'IIII .... A 0.;11.,~ u . • .u 



__ F_•_b._· _7___;:' 1~30_1_e_,_49 _____ ~J=Ll· t...r.E. 

h96 2 of 3 

COl'f'l'IHUA'liON OP DATA FOR SAMPLE NUMBER 

ANALYSIS HRTHDD 

bi~nwm BPA 524.2 
l,Z-aiCHLU~L&n~ IQ"A O.l'!l • .l 
t. 3-DICHLOROBDT:zmG: RPA 52 ... 2 E, 4--DICHLOROBP.N.Zm'fB EPA 524.2 

10111.£1l«)J>Il!'LOOROHE"l'HE SPA 524 . 2 
ClS-1,2-Dl~KTHEKE EPA 524.2 
~.1-0tCHLOHOBT.HANE EPA 5:Zof.2 
1. ,.z-D%CWL~ :ID'.A. ~~-2 

1, 1-Dicm..oROB'l'HENE EPA 524 .2 
. ~~·.~~'l!o!'t"W'£~ · 4"0~ -!""'~.: ., 
i,2-D%~A»R DPA Ei2ol.Q 
i I l-DICRI'.oOROPROPANH RPA 52-4.2 
2, 2- DICHI.<>ROPROPANB BPA 524.2 
1,1-DICHLOROPROPENE RPA 52.&.2 
'l'R.ll.lm-1 , 3-t'llt:m..tlROPRC\PIDIR l<Pl ~2-l., 

·~~ADIBNB Dl:'h C:l:U, :1 

EPA 524.2 
~lLOIUDIJ l!!:'A &::!4.::1 

EPA 524.2 
lt-PmlPYLBEM"ZEiiB !!PA 524.2 
$TYRBHE EPA 524.2 
~LUOO! !PA 524.2 

ICBLOROETHENJ RPA 52.f.2 
fRICHLOROFLUClRClHB'l'HIIH! EPA 524 .2 

,1,1,2-TRTRACHLOROETHANB EPA 524 .2 
~,1,2,2-TBTRA£lrr.OROBTHAKB BPA 524.2 
. E'l'RACHLOROE'.L'BENB EPA 524.2 
1 I 2,3-TRICHrDROBRNZlim BPA 524.2 
1, 2, 4-TRI CHLOROBENZBIQ EPA 524 .2 
f • 1 ~ 2-TRICHLQRORrHANB !PA 524.2 

'2 I 3-TRICHLOROPROPAN! EPA 524.2 

FR01'1 31S::S32C34S 

- ·---------
RECEIVED 

14891 

ANALYSIS 
OAT! 

FEB - 7 ···n-3 LL. /. 

VILLAGE OF 
UNION SPRINGS 

BY RESULT UNITS 

< 0. 50 uq/L 
<. 0.:)0 W/L 
< 0.50 uq/L 
< 0.50 uq/L 
< o. :;o liQ/1.. 

17.0 U(J/L 
< 0.50 ug/L 
II 0 . 1!'.0 '1.Y:f}f. 

< 0.50 U!J/L 
., ... .f'. -•J:\ 1-s.:). ,/ r. 
" o . so ug/t. 
< O. SO uq/L 
< O.SO UQ/L 
< 0.50 ug/L 
( 0 . 50 uo/L 
• o.co .... ,tt.. 
< 0.50 ug/L 
-< 0 •. 60 uq/L 
< 0 . 50 ug/L 
< 0.50 uo/L 
< 0.50 ug/L 
< Q. 50 uq/L 

1.20 UQ/L 
< 0. 50 ug/L 
< 0.50 UQ/L 
< o. so uoiL 
<: 0. 50 ug/L 
< 0. 50 ug/L 
<· 0. 50 UQ/L 
< 0.50ug/L 
< 0. 50 'llQ/l. 

Thc~c results re!at! ro only the samples ns J~ived at the Lt!oon;tory 

. i 

F. ~ 

!'I'YSDOHEL.AP !0081 
D11nie.1 M. Panek. VlrP:rlt>r 

DE'!'. 
LIMIT 

0.50 
o."'o 
0 . 50 
0 . 50 
0.50 
0.50 
0.50 
<\ . !>() 

0 . 50 
o . .$i0 
o.so 
0 . 50 
0.50 
0.50 
Q. 5ll 
0.10(1 

0.50 
0 . 50 
0.50 
0.50 
0. 50 
0 . 5Q 
0.50 
0.50 
0.50 . 
0.50 
0.50 
0.50 
0.50 . 
a. so 
0.50 . 
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COJmNUA'liOH OF · DATA iOO SAMPLE mHlER U891 

ANAL 'iSIS 
WALY'SIS DATB l!Y RESl1t.T IJNI1'S 

1 , 2,4-TR.IMETHY~ 
l,l, ~TRlM!miYLBEHZINE 
1.1,1-TRICHLORO~ 

VIlf!L CHLORIDB 
)o(+t> X\'I.BKBa 
o-XYLBMZS 

KPA 524.2 
BPA 524.2 
RP~ 15:24 . 2 
EPA 524.2 
£PA 52 •• ~ 
iPA 524.:2 

Buboont.nct. TJ11b: ur.T •10110, <: Laaa Than. 
Copy of Report to CCHD. 

< 0.50 u;/L 
< 0.50 ug/L 
~ n "n 1110/L 
< 0.50 uq/L 
< 1.00 uq/L 
< 0.50 ug/L 

P. J 

NYSDOH EL!~P i0081 
11oiel :\f. fanl1k , Ilir<ci!N 

DE'!'. 
LIMIT 

0.50 
0.50 
n . ..,n 
0.50 
1.00 
0.50 
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FINAL REPORT OF ANALYSES 

UNION SPRINGS WATER DEPT 
PO BOX 99 
UNION SPRINGS, NY 13160-
Attn: MELINDA R. KOSTREVA 

PROJECT NUMBER: 0021-W-L 
REPORT DATE: 01/24/12 
YOUR REF/P.O.: #0501725 

NYSDOHELAP 10081 
Daniel M. Panek, Director 

SAMPLE NUMBER- 12407 SAMPLE ID- 1111-2479 SAMPLE MATRIX- WA 
DATE SAMPLED- 11/17/11 LOCATION- PUMPHOUSE - SOUTH WELL (RAW WATER) 

TIME SAMPLED- 0735 
. DATE RECEIVED- 11/17/11 SAMPLER- BK RECEIVED BY- DMP 
TIME RECEIVED- 0803 DELIVERED BY- BK TYPE SAMPLE- Grab 

Page 1 of 3 

ANALYSI S DET. 
ANALYSIS METHOD DATE BY RESULT UNITS LIMIT 

VOLATILE ORGANIC CONTAMINANTS EPA 524.2 11/22/11 ULI 
BENZENE EPA 524.2 < 0.50 ug/L 0.50 
BROMOBENZENE EPA 524.2 < 0.50 ug/L 0.50 
BROMOCHLOROMETHANE EPA 524.2 < 0.50 ug/L 0.50 
BROMODICHLOROMETHANE EPA 524.2 < 0.50 ug/L 0.50 
BROMOFORM EPA 524.2 < 0 . 50 ug/L 0.50 
BROMOMETHANE EPA 524 .2 < 0.50 ug/L 0.50 
N..:.BUTYLBENZENE EPA 524 .2 < 0.50 ug/L 0. 50 
SEC-BUTYLBENZENE EPA 524 .2 < 0.50 ug/L 0.50 
TERT-BUTYLBENZENE EPA 524.2 < 0.50 ug/L 0.50 
CARBON TETRACHLORIDE EPA 524 .2 < 0.50 ug/L 0.50 
CHLOROBENZENE EPA 524.2 < 0.50 ug/L 0.50 
CHLOROET.HANE EPA 524.2 < 0.50 ug/L 0.50 
CHLOROFORM EPA 524.2 < 0.50 ug/L 0.50 
CHLOROMETHANE EPA 524 . 2 < 0.50 ug/L 0.50 
2-CHLOROTOLUENE EPA 524.2 < 0.50 ug/L 0. 50 
4-CHLOROTOLUENE EPA 524 .2 < 0.50 ug/L 0.50 
CUMENE (ISOPROPYLBENZENE) · EPA 524 . 2 < 0.50 ug/L 0. 50 
CYMENE (4- ISOPROPYLTOLUENE) EPA 524.2 < 0 . 50 ug/L . 0. 50 
CIS-1,3-DICHLOROPROPENE EPA 524.2 < 0. 50 ug/L 0.50 
DIBROMOCHLOROMETHANE EPA 524.2 < 0. 50 ug/L 0.50 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 11 FAX 315-253-2045 
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CONTINUATION OF DATA FOR SAMPLE NUMBER 12407 

ANALYSIS 
ANALYSIS METHOD DATE BY RESULT UNITS 

DIBROMOMETHA.NE EPA 524 .2 < 0.50 ug/L 
1,2-DICHLOROBENZENE EPA 524 . 2 < 0.50 ug/L 
1,3- DICHLOROBENZENE EPA 524 .2 < 0. 50 ug/L 
1 ,4- DICHLOROBENZENE EPA 524.2 < 0.50 Ug/ L 
DICHLORODIFLUOROMETHANE EPA 524.2 < 0.50 ug/L 
CIS-1 , 2-DICHLOROETHENE EPA 524.2 7. 00 ug/L 
1,1- DICHLOROETHANE EPA 524.2 < 0.50 ug/L 
1,2- DICHLOROETHANE EPA 524 .2 < 0.50 ug/L 
1,1-DICHLOROETHENE EPA 524. 2 < 0.50 ug/ L 
TRANS-1,2-DICHLOROETHENE EPA 524 . 2 < 0. 50 ug/L 
1,2-DICHLOROPROPANE EPA 524.2 < 0. 50 ug/L 
1,3-DICHLOROPROPANE EPA 524 .2 < 0.50 ug/L 
2,2-DICHLOROPROPANE EPA 524.2 < 0.50 ug/L 
1,1-DICHLOROPROPENE EPA 524.2 < 0.50 ug/L 
TRANS- 1, 3-DICHLOROPROPENE EPA 524 .2 < 0. 50 ug/L 
ETHYLBENZENE EPA 524.2 < 0.50 ug/L 
HEXACHLOROBUTADIENE EPA 524 .2 < 0.50 ug/L 
METHYLENE CHLORIDE EPA 524.2 < 0.50 ug/L 
NAPHTHALENE EPA 524 . 2 < 0.50 ug/L 
N-PROPYLBENZENE EPA 524 . 2 < 0. 50 ug/L 
STYRENE EPA 524. 2 < 0.50 ug/L 
TOLUENE EPA 524.2 < 0. 50 ug/L 
TRI CHLOROETHENE EPA 524 .2 0.68 ug/L 
TRICHLOROFLUOROMETHANE EPA 524 .2 < 0. 50 ug/L 
1 ,1,1,2-TETRACHLOROETHANE EPA 524.2 < 0.50 ug/L 
1,1,2,2-TETRACHLOROETHANE EPA 524.2 < 0.50 ug/L 
TETRACHLOROETHENE EPA 524.2 < 0.50 ug/ L 
1,2,3-TRICHLOROBENZENE EPA 524.2 < 0. 50 ug/L 
1~2,4-TRICHLOROBENZENE EPA 524 .2 < 0. 50 ug/L 
1,1,2-TRIC.HLOROETHANE . EPA 524.2 < 0.50 ug/L 
1,2,3- TRICHLOROPROPANE EPA 524 .2 < 0. 50 ug/L 

These results relate to only lhe samples as received at lhe Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 

NYSDOH ELAP 10081 
Daniel M. Panek, Director 

DET . 
LIMIT 

0. 50 
0.50 
0.50 
0.50 
0 . 50 
0.50 
0.50 
0. 50 
0. 50 
0.50 
0.50 
0.50 
0.50 
0.50 
0. 50 
0.50 
0. 50 
0.50 
0.50 
0.50 
0.50 
0.50 
0. 50 
0.50 
0.50 
0.50 
0. 50 
0.50 
0.50 
0. 50 
0. 50 
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CONTINUATION OF DATA FOR SAMPLE NUMBER 12407 

ANlu.YSIS 
ANALYSIS METHOD DATE 

1 , 2,4- TRIMETHYLBENZENE EPA 524 . 2 
1,3, 5- TRIMETHYLBENZENE EPA 524.2 
1,1,1-TRICHLOROETHANE EPA 524.2 
VINYL CHLORIDE EPA 524. 2 
M+P XYLENES EPA 524.2 
0- XYLENES EPA 524.2 

Subcontract Lab: ULI #10170. <: Less Than. 
Copy of Report to CCHD . 

BY RESULT UNITS 

< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 0.50 ug/L 
< 1.00 ug/L 
< 0.50 Ug/L 

NYSDOH ELAP 10081 
Daniel M. Panek, Director 

DE'!'. 
LIMIT 

0.50 
0.50 
0.50 
0.50 
1.00 · 
0.50 

APPROVED FOR RELEASE ~g~ , 

These results relate to only the samples as received at the Laboratory 

42 Washington Street, Auburn, New York 13021 • 315-253-4433 • FAX 315-253-2045 


